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o BUILDING
SEE SANITARY SERVICE LATERAL & |
CLEAN—OUT FRAME AND COVER Q| . PVC OR CAST IRON
HRPDC SS_11 OR SS_12 o |2 THREADED CAP/PLUG
U5 WITH 2” SQUARE NUT
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SECONDARY CONNECTION NOTE: 36” MIN. COVER
WITH PRIOR APPROVAL OF JCSA, SECONDARY CONNECTION o
MAY BE INSTALLED BY OWNER/CONTRACTOR/PLUMBER IF A D
PRIMARY CONNECTION IS GREATER THAN 5’ IN DEPTH. \ L
IF THE EXISTING STANDPIPE IS PVC, THE WYE AND 45° - SECONDARY CONNECTION <~
ELBOW SHALL BE FUSED (PRIMED AND GLUED) AT ALL
FOUR JOINTS (SEE A, B, C & D). IF THE EXISTING
STANDPIPE IS DUCTILE IRON OR CAST IRON, THE WYE AND 5 PVC FITTING (INJECTION MOLDED) AS MANUFACTURED
ADAPTORS (IF REQUIRED) SHALL BE DUCTILE IRON AND \T BY MULTIFITTINGS OR APPROVED EQUAL.
SHALL BE HARCO PT #2801232—-040 OR APPROVED
EQUAL.

WHEN WYE IS 5 DEEP OR SHALLOWER, SEWER
LATERAL FROM BUILDING MUST TIE TO WYE
AT THE PRIMARY CONNECTION POINT.

EXISTING STANDPIPE AND LATERAL
HRPDC SS_14, SS_15 OR SS_16
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PRIMARY CONNECTION
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NOTES:

1. CONNECTION MUST NOT BE COVERED OVER UNTIL JCSA INSPECTS
THE CONNECTION.

2. FERNCO COUPLINGS OR EQUIVALENTS ARE NOT PERMITTED ON
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\\ STANDPIPE OR STANDPIPE FITTINGS
3. IF STANDPIPE IS PVC, COMBINATION WYES, WYES AND ADPAPTORS
PUBLIC SEWER MAIN SHALL BE MANUFACTURED BY SPEARS, LASCO, MULTIFITTINGS OR
APPROVED EQUAL. IF STANDPIPE IS DUCTILE IRON OR CAST IRON,
COMBINATION WYES, WYES AND ADAPTORS SHALL BE MANUFACTURED
BY HASCO OR APPROVED EQUAL.
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